DV KASTELA
AVC 240/40 mm?

DV VELIKA GLAVA

AlIC 240/40 mm?*

DV PRIMOSTEN
AVC 240/40 mm?
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Al/C 150/25 mm?
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JEDNOPOLNA SHEMA

Ill. FAZA (KONAGNA)

TS 110/20(10) - 30/10 kV PODI ll. ETAPA

BR. NACRTA:

487-012

INVESTITOR:

HEP d.d. - ZAGREB
Zagreb, Ulica grada Vukovara 37

GLAVNI PROJEKTANT:
D. SAVICEVIC, dipl.ing.el.

PROJEKTANT:
D: SAVICEVIC, dipl.ing.el.

NARUGITELJ: HEP - OPS d.o.0.

GRADEVINA:
TS 110/20(10) -

Zagreb, Kupska 4

30/10 kV PODI II. ETAPA

| VP15 VP16 VP17

NAZIV KNJIGE: OPCI DIO

-W71/73
XHE 49 3x(1x300) mm?=12/20 kV

IZRADIO: J: MIHALJEVIC, dipl.ing.el. MJERILO:
PROJEKT. - . e LISTILISTOVA;
GLAVNI ELEKTROTEHNICKI ISPITAO: mr.sc. J. SAVICEVIC, dipl.ing.el. 3/3
ZOP: OZNAKA: KNJIGA: BROJ VEZA S NACRTOM: [IZMJENA, [DATUW:
ZOGP - 487 E - 487 OD  |ucovora: 0912 04.2013.




